= one foot

three inches

one foot

one and one—half inches

one foot

one inch

one foot

three—quarters inch

= one foot

one—half inch

one foot

three—eights inch

onhe foot

one—quarter inch

= one foot

one eigth inch

16

.

NEW 1—-1/2" HWR L
DOWN FROM FIRST

5.00 |/90-VAV

1" 2-B
5.00 |/90-VA
1" 2—A

11.4
1-1/2"

NEW 1-1/2" HWS LINEJ LNEW 1—-1/2” HWR LINE
DOWN TO BASEMENT. UP FROM BASEMENT.

177.81

NEW 1—1/2" HWS LINE
UP TO FIRST FLOOR.

NEW 4" HWS LINE. REFERENCE

FIRST FLOOR — PART "B” & "C” HYDRONIC PIPING
DIAGRAM.

NEW 4" HWR LINE. REFERENCE

FIRST FLOOR — PART "B" & “C” HYDRONIC PIPING
DIAGRAM.

HYDRONIC PIPING RISER DIAGRAM

BASEMENT FLOOR AND PARTIAL FIRST FLOOR -

BUILDING 90

N.T.S.

NEW 4" HWS LINE. REFERENCE
BASEMENT FLOOR HYDRONIC PIPING
DIAGRAM.

NEW 4” HWR LINE. REFERENCE
BASEMENT FLOOR HYDRONIC PIPING
DIAGRAM. 177.81
-
\‘:
)

NEW 4” HWR LINE DN.

FROM SECOND FLOOR.
| 11.20
1-1/4" \

6.20 s
T

NEW 4” HWS LINE UP
TO SECOND FLOOR.

142.31

3/4" \4-F

2.8 |/90-VAV

3/4” \4-D

)
>

4.4
T

16.8
1-1/2"

NEW 4” HWS UP—"
TO ABOVE CEILING.

{

39.00
2—-1/2"

ROUTE BELOW FLOOR.

NEW 4" HWR LINE DOWN—/ NEW 4" HWS LINE UP
TO FIRST FLOOR. FROM FIRST FLOOR.

HYDRONIC PIPING RISER DIAGRAM
SECOND FLOOR - BUILDING 90

N.T.S.

3.5

1-1/2" HWS LINE UP—/
TO ABOVE CEILING.

1-1/2" HWR LINE DOWN
FROM ABOVE CEILING.

§
N

<

1" HWS LINE UP
TO ABOVE CEILING.

1" HWR LINE DOWN
FROM ABOVE CEILING.

HYDRONIC PIPING RISER DIAGRAM
FIRST FLOOR - PART "B" & "C" -
BUILDING 90

N.T.S.

HYDRONIC PIPING RISER DIAGRAMS -
BUILDING 90

BLDG.(90)

el
/i

KEY PLAN

NOT TO SCALE

WHORTON ENGINEERING, INC.

HVAC — PLUMBING — PROCESS CONTROL

RANDALL WHORTON, P.E. 25 SUMMERALL GATE ROAD
PH 256/820—9897 FAX 256/820-9896 ANNISTON, ALABAMA 36205

WHORTON ENGINEERING PROJECT NO. 10159

No.14192
PROFESSIONAL

NS

’//u\\\\\\e\o\\\\\

// D. \\\\
s

N.T.S.

Approved: Approved: Drawing Title Project Title Date -
i, fa I HVAC MODIFICATIONS TO 12/21/10 =
o ", - HYDRONIC PIPING RISER DIAGRAMS e
%C;Av?f% M c m M“_LS CONOLY < < — — BUILDING 90 BUILDINGS 83, 90, & 93 Project No. =
S % 2 ' ) TUSKEGEE, ALABAMA .
S § No.1se7e % 2 UENG|NEER|NG, PC 619—-10—-445 )
= Y § PROFESSIONAL £ % = CCU .(ﬁ

EX@X * 21 A d: A d: Safety Offi Building Numb Checked D
%,9 oS 8218 0ld Federal Road Montgomery, AL 36117 pprove pprove arety Heer Hieng gg o ecR‘;W '°w3AD DRAWING NO. = §=

/// -.....J.‘\.]'....' \\\\
NSNS TELEPHONE: (334) 270-0010 FAX: (334) 270—0040 90M5.3 - £
”///,,(,:.ﬁ\\\\‘\ Approved: Approved: Clinical Representative Location (I e)
——— —— Central Alabama Veterans Health Care System East Campus, Tuskegee, AL bwg. 39 Ot 59 >
VA FORM 08-6231A, MAR 1984 U.S.GOVERNMENT PRINTING OFFICE: 1984—440—467
1 2 3 | 4 | 5 6 7 8 | 9




